Useky potrubi kanalizace

Pocétek | Konec
tseku | tseku Vyska | Vyska
. ID | (Cislo | (Cislo Délka| Sklon | pocétku| konce Zanesen

Vétev| Pofadi|  Ucel Typ |Useku| Sachty) | Sachty) | DN | Material | (m) | (%) | Gseku | tiseku | Stav ost Pfesnost | Poznamka LeZi na parcele
piblizny

D1 1 Destova | Stoka | 114 S1 300 | BET [10,49 zakres 192
priblizny

D1 2 DesStovd | Stoka | 120 Sl V1 300 | BET ]21,36 zakres 192;325/1

1024/1;8;108;1024/1;1

D2 1 DeStovd | Stoka | 95 M 300 | BET 38,26 zaméfeno 027/1

D3 1 Destova | Stoka 34 M75 M74 | 300 | KAM | 962 | 312 | 41105 | 410,75 2 3 zaméfeno 998/1

D3 2 DeStovd | Stoka | 61 M74 M73 | 300 | KAM |3842| 2,99 | 410,75 | 409,60 2 2 zaméfeno 998/1,998/3

D3 3 Destova | Stoka 62 M73 M71 | 300 | KAM | 484 | 2,67 | 409,60 | 408,31 2 3 zaméfeno 998/3;89/2

D3 4 DeStova | Stoka | 46 M71 M69 | 300 | KAM | 28,55 408,31 2 1 zaméreno 89/2,998/4

D3 5 DeStova | Stoka | 47 M69 M67 | 300 | KAM | 56,98 406,53 2 3 zaméreno 998/4;998/1
priblizny

D3 6 DeStovd | Stoka | 51 M67 S66 | 300 | KAM |2166| 1,94 | 406,53 | 406,11 2 2 zékres 998/1,998/4
priblizny

D3 7 DeStova | Stoka | 75 S66 M65 | 500 | BET |37,03| 1,67 | 406,11 | 40549 2 3 zakres 998/4;998/1
piiblizny

D3 8 DeStovd | Stoka | 70 M65 M63 | 500 | BET |46,92| 1,96 | 40549 | 40457 zékres 998/1
priblizny

D3 9 Destova | Stoka 41 M63 M62 | 500 | BET |32,67| 156 | 404,57 | 404,06 2 2 zakres 998/1,1080
piblizny

D3 10 DeStovda | Stoka | 57 M62 | POTOK | 500 | BET | 26,82 404,06 1 1 zékres 1080,1081;71;1027/1
priblizny

D4 1 Destova | Stoka 63 S72 S70 | 300 | KAM |50,08 408,71 2 2 zakres 998/3,64,89/1;89/2
priblizny

D4 2 DeStova | Stoka | 48 S70 S68 | 300 | KAM | 54,72 407,02 2 3 zakres 89/2,89/1,88/2,998/4
priblizny

D4 3 DeStovd | Stoka | 49 S68 S66b | 300 | KAM | 47,18 407,02 2 3 zékres 998/4,87/5,66,998/4
priblizny

D4 4 Destova | Stoka 72 S66b M64 | 300 | KAM | 60,04 405,08 zakres 998/4;83/2;998/4

D4 5 DeStovd | Stoka | 42 M64 300 | KAM | 63,05 405,08 odhad 998/4,998/1;1080;1081

S1 1 | Splaskova| Stoka | 33 S94 S95 | 250 | PVC |4127| 1,36 | 422,79 | 422,23 zaméreno 807/1;793/1

S1 2 | Splaskovd| Stoka | 27 S95 S96 | 250 | PVC |3658| 2,0 | 422,23 | 42150 zaméfeno 793/1

Sl 3 Splaskové | Stoka 28 S96 S97 | 250 | PVC |37,11| 2,26 | 421,50 | 420,66 zaméfeno 7931

Hodnoceni stavu: 0 Nezjisténo, 1 Vyborny, 2 Dobry, 3 Spatny, 4 Havarijni, 5 Kriticky
Hodnoceni zanesenosti: 0 Nezjisténo, 1 Cisté, 2 Mirné zanesené, 3 Zanesené, 4 Zna¢né zanesené, 5 Zcela zanesené




S1 4 | Splaskova| Stoka | 30 S97 S98 | 250 | PVC [43,08| 1,86 | 420,66 | 419,86 zaméfeno 7931

S1 5 | Splaskovd| Stoka | 29 S98 S99 | 250 | PVC [31,08| 2,38 | 419,86 | 419,12 zaméfeno 793/1

S1 6 | Splaskovd| Stoka | 31 S99 S100 | 250 | PVC |47,61| 1,76 | 419,12 | 418,28 zaméfeno 793/1

S1 7 | Splaskovd| Stoka | 32 | S100 | S101 | 250 | PVC |43,06| 2,86 | 418,28 | 417,05 zaméfeno 7931

S1 8 | Spladkovd| Stoka | 107 | S101 S102 | 250 | PVC |50,92| 2,22 | 417,05 | 41592 zaméfeno 793/1

S1 9 |Splaskova| Stoka | 137 | S102 | S103 | 250 | PVC |1537| 117 | 41592 | 41574 zaméfeno 793/1;,998/1;812/1

S1 10 | SplaSkovd| Stoka | 136 | S103 | S104 | 250 | PVC |39,82| 1,81 | 41574 | 415,02 zaméfeno 812/1

S1 | 11 |Splaskovd| Stoka | 134 | S104 | S106 | 250 | PVC |3851| 1,64 | 41502 | 414,39 zaméfeno 812/1

S1 | 12 |Splaskovd| Stoka | 130 | S106 | S108 | 250 | PVC | 386 | 2,98 | 414,39 | 413,24 zaméfeno 812/1;998/1

S1 13 | Splaskovd| Stoka | 129 | S108 S109 | 250 | PVC |12,38| 4,2 | 41324 | 412,72 zamérfeno 998/1

S1 14 | SplaSkova| Stoka | 128 | S109 S110 | 250 | PVC [38,93| 1,95 | 412,72 | 411,96 zaméfeno 998/1;997/1

S1 | 15 |Splaskovd| Stoka | 127 | S110 | S114 | 250 | PVC | 127 | 819 | 411,96 | 410,92 zaméfeno 997/1;998/1;1024/2

S1 16 | SplaSkova| Stoka | 126 | S114 S115 | 250 | PVC |36,57| 7,68 | 410,92 | 408,11 zaméfeno 1024/2;814/2

S1 17 | Splaskovd| Stoka | 125 | S115 S116 | 250 | PVC | 148 | 1,49 | 408,11 | 407,89 zaméfeno 814/2

S1 18 | SplaSkovd| Stoka | 124 | S116 S117 | 250 | PVC |21,43| 1,82 | 407,89 | 4075 zaméreno 814/2;814/6;814/1

S1 19 | SplaSkova| Stoka | 123 | S117 S118 | 250 | PVC |1285| 0,54 | 4075 | 407,43 zaméfeno 814/1;1027/2;119

S1 20 | Splaskova| Stoka | 122 | S118 S119 | 250 | PVC |26,91| 0,74 | 407,43 | 407,23 zaméreno 119;1034

S1 21 | Splaskovd| Stoka | 121 | S119 S120 | 250 | PVC |41,11| 134 | 407,23 | 406,68 zaméfeno 1034,37/1;1023

S1 | 22 |Splaskovd| Stoka | 76 | S120 | S123 | 250 | PVC |30,97| 2,97 | 406,68 | 405,76 zaméfeno 1023;122;1023
1023;124;1079;124;13

S1 23 | Splaskova | Stoka 78 S123 S124 | 250 | PVC |2158| 181 | 405,76 | 40537 zamérfeno 3/3;133/2

S1 | 24 |Splaskovd| Stoka | 80 | S124 | S125 | 250 | PVC |2576| 1,63 | 40537 | 404,95 zaméfeno 13312

S1 | 25 |Splaskovd| Stoka | 43 | S125 S38 | 250 | PVC |10,02| 12,08 | 404,95 | 403,74 zaméfeno 133/2;133/1

S1 | 26 |Splaskovd| Stoka | 50 S38 S37 300 | PVC [2879| 0,52 | 403,74 | 403,59 zaméfeno 133/1

S1 | 27 |Splaskovd| Stoka | 52 S37 S36 | 300 | PVC [34,82| 0,34 | 40359 | 403,47 zaméfeno 133/1;1033;127

S1 28 | Spladkovd| Stoka | 74 S36 S35 | 300 | PVC |5094| 1,16 | 40347 | 402,88 zamérfeno 127,138/1

S1 | 29 |Splaskovd| Stoka | 69 S35 S34 300 | PVC [2712] 6,31 | 402,88 | 401,17 zaméfeno 138/1

Hodnoceni stavu: 0 Nezjist&no, 1 Vyborny, 2 Dobry, 3 Spatny, 4 Havarijni, 5 Kriticky

Hodnoceni zanesenosti: 0 Nezjisténo, 1 Cisté, 2 Mirné zanesené, 3 Zanesené, 4 Znaéné zanesené, 5 Zcela zanesené




S1 | 30 |Splaskovd| Stoka | 39 S34 S33 300 | PVC [19,32| 0,83 | 401,17 | 401,01 zaméfeno 138/1;1027/1;141/1

S1 31 | Splaskova | Stoka 37 S33 S32 | 300 | PVC | 395 | 0,84 | 401,01 | 400,68 zaméfeno 1411

S1 32 | Spladkovd| Stoka | 55 S32 S31 | 300 | PVC |4539| 0,75 | 400,68 | 400,34 zaméfeno 1411

S1 | 33 |Splaskovd| Stoka | 81 S31 S30 | 300 | PVC |50,84| 0,98 | 400,34 | 399,84 zaméfeno 141/1;1076

S1 34 | Splaskova | Stoka 82 S30 S29 300 | PVC |1449| 1,38 | 399,84 | 399,64 zaméfeno 1076

S1 | 35 |Splaskovd| Stoka | 84 S29 S28 | 300 | PVC | 335 | 0,66 | 399,64 | 399,42 zaméfeno 1076

S1 36 | Splaskova| Stoka | 35 S28 S27 1300 | PVC |7961| 2,07 | 399,42 | 397,77 zaméfeno 1076

S1 37 | Spladkovd| Stoka | 64 S27 S26 | 300 | PVC |3097| 804 | 399,77 | 397,28 zamérfeno 1076,1078;20,1022/1

S1 | 38 |Splaskovd| Stoka | 85 S26 S25 | 300 | PVC |2564| 2,18 | 397,28 | 396,72 zaméfeno 1022/1;151/1

S1 39 | Splaskova | Stoka 87 S25 S24 | 300 | PVC |28,09 396,72 zameéfeno 151/1;19;152/1

S1 | 40 |Splaskovd| Stoka | 8 S24 S23 300 | PVC |2044 395,55 zaméfeno 152/1;18/1;1022/1

S1 41 | Splaskové | Stoka 7 S23 S22 |300| PVC |3751| 2,05 | 39555 | 394,78 zameéfeno 1022/1;16;156/1
156/1;157/3;157/2;102

S1 | 42 |Spladkovd| Stoka | 2 S22 S21 300 | PVC [20,71| 1,3 | 394,78 | 394,51 zaméfeno 213

S1 | 43 | Spladkova| Stoka 3 S21 S20 | 300 | PVC |3535| 0,76 | 394,51 | 394,24 zaméfeno 1022/3

S1 | 44 |Splaskovd| Stoka | 4 S20 S19 300 | PVC [1514| 39 | 394,24 | 393,65 zaméfeno 1022/3;1022/1

S1 | 45 |Splaskovd| Stoka | 10 S19 S18 300 | PVC [3014| 1,56 | 393,65 | 393,18 zaméfeno 1022/1

S1 46 | Splaskové | Stoka 13 S18 S17 | 300 | PVC |3579| 2,37 | 39318 | 392,33 zaméfeno 1022/1

S1 47 | Splaskova | Stoka 11 S17 S16 | 300 | PVC |27,82| 1,08 | 392,33 | 392,03 zaméfeno 1022/1

S1 | 48 |Splaskovd| Stoka | 14 S16 S15 | 300 | PVC [39,88]| 0,93 | 392,03 | 391,66 zaméfeno 1022/1;165

S1 49 | Splaskové | Stoka 0 S15 S14 300 | PVC | 272 | 0,77 | 391,66 | 391,45 zaméfeno 165;11/1,167/2

S1 | 50 |Splaskovd| Stoka | 5 S14 S13 300 | PVC [3465| 0,69 | 391,45 | 391,21 zaméfeno 167/2;1019/1;167/7

S1 51 | Splaskova | Stoka 17 S13 S12 | 300 | PVC |26,71| 5,09 | 391,21 | 389,85 zaméfeno 167/7
167/7;1022/1;1027/1;9

S1 | 52 |Splaskovd| Stoka | 25 S12 S11 | 300 | PVC [2123]| 1,22 | 389,85 | 389,59 zaméfeno 37

S1 53 | Splaskova| Stoka | 26 S11 S9 300 | PVC |4894 389,59 zaméreno 937

S1 54 | Splaskovd| Stoka | 24 S9 S8 300 | PVC |3221 zaméreno 937

S1 55 | Splaskovd| Stoka | 23 S8 S7 300 | PVC | 29,3 388,84 zaméreno 937,5;325/7

Hodnoceni stavu: 0 Nezjist&no, 1 Vyborny, 2 Dobry, 3 Spatny, 4 Havarijni, 5 Kriticky

Hodnoceni zanesenosti: 0 Nezjisténo, 1 Cisté, 2 Mirné zanesené, 3 Zanesené, 4 Znaéné zanesené, 5 Zcela zanesené




S1 | 56 |Splaskovd| Stoka | 22 S7 S6 |300| PVC |2305| 0,78 | 388,84 | 388,66 zaméfeno 325/7;325/6;325/2

S1 57 | Splaskovd| Stoka | 112 S6 S5 300 | PVC |3941| 0,15 | 388,66 | 388,60 zaméfeno 3252

S1 58 | Spladkovd| Stoka | 113 S5 S4 300 | PVC | 189 | 19 | 38860 | 388,24 zaméfeno 325/2;325/11

S1 59 | Splaskova| Stoka | 111 S4 S3 300 | KAM [3241| 0,8 | 388,24 | 387,98 zaméreno 325/11

S1 60 | Splaskovd| Stoka | 110 S3 S2 300 | KAM |2946| 0,34 | 387,98 | 387,88 zaméfeno 325/11

S1 | 61 |Splaskovd| Stoka | 109 S2 COV | 300 | KAM | 14,68 387,88 zaméfeno 325/11;192

S1 Splaskovd | Pfipojka| 135 | S105 250 | PVC | 829 415,03 zaméfeno 998/1,812/1

S1 Splaskové | Pipojka| 77 150 | PVC | 2,23 zaméfeno 122;1023

S1 Splaskové | Pfipojka| 131 | S107 250 | PVC | 7,82 414,19 zaméfeno 998/1

S1 Splaskovd | Pfipojka| 58 150 | PVC | 8,62 zaméreno 1024/3;1034;1023

S10 | 1 |Splaskovd| Stoka | 44 | S128 | S127 | 250 | PVC | 87 | 69 | 407,20 | 4066 zaméfeno 998/4;998/1;129/2

S10 2 | Splaskova| Stoka 45 S127 S126 | 250 | PVC |14,64| 594 | 406,6 | 405,73 zameéfeno 129/2

S10 3 | Splaskova | Stoka 79 S126 S124 | 250 | PVC |3517| 1,02 | 40573 | 40537 zaméfeno 129/2;133/2

Ssi1 1 |Splaskovd| Stoka | 59 | S122 | S121 | 250 | PVC |18,76| 512 | 409,43 | 408,47 zaméfeno 998/3
998/3;998/1;35;1024/3;

si1 2 | Splaskovd| Stoka | 60 | S121 | S120 | 250 | PVC |36,58| 4,89 | 408,47 | 406,68 zaméfeno 1034;1023

S12 | 1 |Splaskovd| Stoka | 108 | S113 | S112 | 250 | PVC |46,59 | 4,83 | 417,98 | 415,73 zaméfeno 997/1

S12 2 | Splaskova| Stoka | 141 | S112 S111 | 250 | PVC 4549 | 4,37 | 415,73 | 413,74 zaméfeno 997/1

S12 | 3 |Splaskovd| Stoka | 139 | S111 | S110 | 250 | PVC |31,58| 564 | 413,74 | 411,96 zaméfeno 997/1

S13| 1 |Splaskova| Stoka | 6 S91 S92 | 250 | PVC |29,64| 297 | 3948 | 393,92 zaméfeno 893/5

S13 2 | Splaskovd| Stoka 1 S92 S93 | 250 | PVC |4066| 0,93 | 39392 | 393,54 zamérfeno 893/5;163
163;190;163;161;1022/

S13 3 | Splaskova| Stoka | 12 S93 250 | PVC 39,54 393,54 zaméfeno 1

S2 1 | Splaskovd| Stoka | 83 S90 S89 | 250 | PVC [3027| 41 | 400,64 | 3994 zaméfeno 1024/1

S2 2 | Splaskova| Stoka | 36 S89 S88 | 250 | PVC [27,76| 2,99 | 3994 | 398,57 zaméfeno 1024/1

S2 3 | Splaskova | Stoka 65 S88 S87 | 250 | PVC |4576| 1,22 | 39857 | 398,01 zaméfeno 1024/1

S2 4 | Spladkovd| Stoka | 66 S87 S86 | 250 | PVC |4881| 1,19 | 398,01 | 397,43 zaméfeno 1024/1

S2 5 |Splaskova| Stoka | 86 S86 S85 | 250 | PVC |3321| 1,08 | 39743 | 397,07 zaméfeno 1024/1

Hodnoceni stavu: 0 Nezjisténo, 1 Vyborny, 2 Dobry, 3 Spatny, 4 Havarijni, 5 Kriticky
Hodnoceni zanesenosti: 0 Nezjisténo, 1 Cisté, 2 Mirné zanesené, 3 Zanesené, 4 Zna¢né zanesené, 5 Zcela zanesené




S2 6 | Splaskovd| Stoka | 89 S85 S84 | 250 | PVC [19,21| 4,37 | 397,07 | 396,23 zaméfeno 1024/1
S2 7 | Splaskovd| Stoka | 53 S84 S82 | 250 | PVC | 50,2 | 2,03 | 396,23 | 395,21 zaméfeno 1024/1;38/4
S2 8 |Spladkovd| Stoka | 21 S82 S81 | 250 | PVC [4645| 1,14 | 39521 | 394,68 zaméfeno 38/4;1024/1
S2 9 |Splaskovad| Stoka | 9 S81 S80 | 250 | PVC [3544| 1,16 | 394,68 | 394,27 zaméfeno 1024/1
S2 10 | SplaSkova| Stoka | 16 S80 S79 | 250 | PVC | 28,8 | 3,09 | 394,27 | 393,38 zaméfeno 1024/1
S2 | 11 |Splaskovd| Stoka | 98 S79 S78 | 250 | PVC [5231| 0,57 | 393,38 | 393,08 zaméfeno 1024/1
S2 | 12 |Splaskovd| Stoka | 99 S78 S77 | 250 | PVC [3839| 0,86 | 393,08 | 392,75 zaméfeno 1024/1
S2 13 | Splaskovd | Stoka 92 S77 S74 250 | PVC |2354| 17 | 392,75 | 392,35 zaméfeno 1024/1
S2 | 14 |Splaskovd| Stoka | 93 S74 S73 | 300 | PVC [2626] 0,65 | 392,35 | 392,18 zaméfeno 1024/1;7/2;8
S2 15 | SplaSkovd| Stoka | 101 S73 S72 | 300 | PVC |3691| 046 | 392,18 | 392,01 zaméreno 8,711
S2 | 16 |Splaskovd| Stoka | 94 S72 S71 300 | PVC |3508 392,01 zaméfeno 711;413;937
S2 | 17 |Splaskovd| Stoka | 18 S71 S11 300 | PVC | 304 389,59 zaméfeno 937
S2 Splaskovd | Pripojka | 96 150 | PVC 6,8 zaméfeno 1024/1
S2 Splaskova | Pfipojka| 54 150 | PVC | 4,75 zaméfeno 1024/1
S2 Splaskovd | Pfipojka| 91 150 | PVC | 354 zaméfeno 1024/1
S2 Splaskovd | Pfipojka| 97 150 | PVC | 2,74 zaméfeno 1024/1
S2 Splaskovd | Pfipojka| 15 200 | PVC | 425 zaméfeno 1024/1
S2 Splaskovd | Pfipojka| 90 150 | PVC | 381 zaméfeno 1024/1
S2 Splaskova | Pfipojka| 19 150 | PVC | 4,64 zaméreno 1024/1
S2 Splaskova | Pfipojka| 88 150 | PVC | 2,78 zaméreno 1024/1
S2 Splaskovd | Pripojka | 147 150 | PVC | 2,44 zamérfeno 1024/1
S3 1 | Splaskovd| Stoka | 102 | S76 S75 200 | PVC [2137| 1,12 | 394,16 | 393,92 zaméfeno 1024/1
S3 2 | Splaskovd| Stoka | 100 | S75 S74 | 200 | PVC | 174 | 9,02 | 39392 | 392,35 zaméfeno 1024/1
sS4 1 | Splaskovd| Stoka | 20 S83 S82 | 200 | PVC | 326 | 3,74 | 39643 | 395,21 zaméfeno 85/1;1024/1;38/4
priblizny
S5 1 | Splaskovd| Stoka | 56 S61 S60 | 300 | PVC | 181 | 895 | 40524 | 403,62 zékres 975;1080;998/1
S5 2 | Splaskovd| Stoka | 38 S60 | S34B | 300 | PVC |19,74| 4,81 | 403,62 | 402,67 zaméfeno 998/1;138/1
S5 3 | Splaskovd| Stoka | 40 | S34B S34 300 | PVC [20,79| 7,22 | 402,67 | 401,17 zaméfeno 138/1
S6 1 |Splaskovd| Stoka | 73 | S129 | S130 | 250 | PVC |16,91| 2,07 | 405,38 | 405,03 zaméfeno 86,998/4,998/1,138/1

Hodnoceni stavu: 0 Nezjist&no, 1 Vyborny, 2 Dobry, 3 Spatny, 4 Havarijni, 5 Kriticky

Hodnoceni zanesenosti: 0 Nezjisténo, 1 Cisté, 2 Mirné zanesené, 3 Zanesené, 4 Znaéné zanesené, 5 Zcela zanesené




S6 2 | Splaskovd| Stoka | 71 | S130 250 | PVC 19,98 405,03 zaméfeno 138/1

S7 1 | SplaSkovd| Stoka | 132 S53 S51 | 300 | PVC |60,99| 1,03 | 410,67 | 410,04 zaméreno 1065/1

S7 2 | Splaskova| Stoka | 145 | S51 S50 | 300 | PVC | 180 | 1,28 | 410,04 | 409,81 zaméfeno 1065/1

S7 3 | SplaSkova| Stoka | 144 | S50 S49 300 | PVC [3382] 148 | 409,81 | 409,31 zaméfeno 1065/1

S7 4 | Spladkovd| Stoka | 143 S49 S48 300 | PVC |3162| 13 | 40931 | 408,90 zaméfeno 1065/1

S7 5 |Splaskovd| Stoka | 142 | S48 S46 | 300 | PVC [3433| 16 | 40890 | 408,35 zaméfeno 1065/1

S7 6 | Splaskovd| Stoka | 140 | S46 S45 | 300 | PVC |26,84| 2,94 | 408,35 | 407,56 zaméfeno 1065/1;816/2

S7 7 | Splaskovd| Stoka | 138 S45 S44 1300 | PVC |2756| 1,12 | 407,56 | 407,25 zaméfeno 816/2

S7 8 |Splaskova| Stoka | 133 | S44 S43 300 | PVC [3752]| 12 | 407,25 | 406,80 zaméfeno 816/2

S7 9 | Splaskovd| Stoka | 105 S43 S42 300 | PVC |2689| 152 | 406,80 | 406,39 zamérfeno 816/2;1010,854/1

S7 10 | SplaSkova| Stoka | 104 S42 S41B | 300 | PVC |1892| -1,22 | 406,39 zaméfeno 854/1

S7 11 | SplaSkovd| Stoka | 103 | S41B S41 |300| PVC | 3,31 | 13,29 406,18 zaméreno 854/1;1010

S7 | 12 |Splaskovd| Stoka | 106 | S41 S40 | 300 | PVC [4371] 0,92 | 406,18 | 405,78 zaméfeno 1010;1011;141/1;141/3
141/3;141/2;141/3;141/

S7 13 | SplaSkova | Stoka | 68 S40 S39 300 | PVC | 326 | 543 | 405,78 | 404,01 zamérfeno 1

S7 | 14 |Splaskovd| Stoka | 67 S39 S38 | 300 | PVC [2547| 1,06 | 404,01 | 403,74 zaméfeno 141/1;1027/1;133/1

S8 1 | SplaSkovd| Stoka | 115 S58 S57 300 | PVC |13,77| 2,98 | 408,35 | 407,94 zaméfeno 848/7

S8 2 | Splaskova| Stoka | 116 | S57 S56 | 300 | PVC | 442 | 1,63 | 407,94 | 407,22 zaméfeno 848/7

S8 3 | Splaskova| Stoka | 117 S56 S55 300 | PVC |1431| 0,91 | 407,22 | 407,09 zaméfeno 848/7,1001;816/2

S8 4 | Splaskova | Stoka | 118 S55 S54 |300| PVC |20,71 407,09 zameéfeno 816/2

S8 5 |SplaSkova| Stoka | 119 | S54 S43 300 | PVC |1844 406,80 zaméfeno 816/2

S9 1 | Splaskovd| Stoka | 146 | S52 S51 | 300 | PVC [5217| 1,27 | 410,70 | 410,04 zaméfeno 1065/1

Hodnoceni stavu: 0 Nezjist&no, 1 Vyborny, 2 Dobry, 3 Spatny, 4 Havarijni, 5 Kriticky

Hodnoceni zanesenosti: 0 Nezjisténo, 1 Cisté, 2 Mirné zanesené, 3 Zanesené, 4 Znaéné zanesené, 5 Zcela zanesené




